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LI STI NG No. 7125-1076: 154 Page 1 of 1
CATEGORY: Fire Alarm Devices for the Hearing |npaired
LI STEE: Ki dde- Fenwal , I nc., 400 Main Street, Ashland, MA 01721

Contact: Terrill Garland (508) 881-2000

DESI GN: Strobe Speakers ET70- 2415W -241575W -2430W -2475W -24110W
Synchroni zed and ET90- 2415C, -2430C, -2475C, -24100C
Non- Synchr oni zed

Units may be followed by suffixes to designate lens orientation,

lens lettering and plate color. Models with suffix —-W are wal
mount and -C are for ceiling. Rfer to listee's data sheet for
addi ti onal detail ed product descri ption and operationa

consi der ati ons.

RATI NG El ectrical: 24 (20-31 VDC)
Fl ash rate: 60 flashes/mn
Candel a: 15: 15cd, 1575: 15cd/ 75cd on axis, 30: 30cd, 75: 75cd
100: 100cd (ceiling mount only), 110: 110cd (wall nount
only)
| NSTALLATI ON: In accordance with listee's printed installation instructions, NFPA

72, applicable codes and ordi nances and in a manner acceptable to
the authority having jurisdiction

MARKI NG Li stee's nane, nodel nunber, electrical/candela rating and UL | abel.

APPROVAL : Li sted as strobe speakers suitable for the hearing inpaired when
used in conjunction with separately |listed electrically conpatible
fire alarm control wunits. For indoor use only. For synchronized
strobes, Mddels SM 12/24, DSM 12/24 sync nodul e (CSFM Listing No
7300- 1076: 153) nust be used.

If this appliance is required to produce a distinctive three-pul se
Tenporal Pattern
Fire Al arm Evacuation Signal (for total evacuation) in accordance with

NFPA 72,
1993 Edition, the appliance nust be used with a fire alarmcontrol unit
that can generate the tenporal pattern signal. Refer to manufacturer’s

Install ati on Manua
for details.

recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation
criteria. Refer to listee’s data sheet, installation instructions and/or other suitable information sources.
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